Sensorplassering
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No. Part name Checking procedure

1| Room temp. (TA) sensor | Disconnect the connector and measure the resistance value with tester.
Heat exchanger (TC,TCJ) | (Normal temp.)
sensor

Tomporature
Sensor porature | ygec | 20°c | 26°C | 30°C | 40°C

TATC.TCJ (k) 207 | 126 | 100 | 79 | 45





Utedel

[image: image2.png]‘Outdoor temperature sensor
(TO), discharge temperature
sensor (TD), suction
temperature sensor (TS),
outdoor heat exchanger
temperature sensor (TE)

Disconnect the connector, and measure resistance value with the tester.

(Normal temperature)

Tomperature N
Sensor mp 10°C | 20°C | 25° | 30°C | 40°C | s0°C
O (ka2) 100 [ 64 | 50 | 41 | 27 | 18
TOTS.TE (k) 207 | 126 100 | 79 | 45 | —
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Refrigerant amount : 1.05kg

"OUTDOOR UNIT

NOTE: Wp Gas leak check positon
—~ Refrgerant flow (Cooling)
+- Refrigerant flow (Heating)




